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CKT. KALs 304, 176 GND, Vi 10 ‘ CKT, K8Ls 3%4, 1°6 GND, 1% UD
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5 : NOTES:
6 POP3
: REMSE’ EOI&??RRELTESAE g PEd)égSTTI g‘:\lc TOWER : §_POP4 1. TEMPORARY WOOD POLES AND AERIAL CABLE SHALL BE & POPS
0 u u INSTALLED TO EXTEND POWER TO HIGH MAST LIGHT TOWERS
TEMPORARY AERIAL CABLE 3-1/C NO. 2 WHICH SHALL REMAIN IN PLACE (POP3 AND POPS). ,
WITH MESSENGER WIRE (TYP) CKT. 08P 304, 19 y 2. Eguwlllz)l\zég?lg%;;ggg BE REMOVED UNTIL TEMPORARY
. O&P: 6 GND, 14 UD ! » .
g * F, E, .
CKT. G&H: 392, 1°4 GND, 1/~ UD 3. THE LUMINIARES ON POP4 SHALL BE REMOVED FROM HIGH 7. ggﬁg}ggg”&‘i;‘m% (})’]5 ’Sgl;?ll:JES]I)JII;I}}lITQ}?A?rON?}‘?)z]I\?i‘?QETF s
MAST LIGHT TOWER PRIOR TO REMOVING HIGH MAST LIGHT POURED INTO RACEWAY. AONCREAR D
TOWER. THE LUMINAIRES SHALL BE BOXED, TRANSPORTED AND 5. PRIORTO POURING CONCRETI A COUPLING AND RACEWAY
STORED BY THE CONTRACTOR. THE SECURITY OF THE EXTENSION SHALL BE INTALLED TO REPLACE DAMAGED
LUMINAIRES IS THE CONTRACTOR’S RESPONSIBILITY. IF THE RACEWAY. TF THE CABLE IS NOT PULLED INTO THE EXISTING
LUMINAIRES ARE DAMAGED THE CONTRACTOR SHALL BE RACEWAY PRIOR TO INSTALLING THE EXTENSION, THE '
RESPONSIBLE TO REPLACE IN KIND TO THE SATISFACTION OF CONTRACTOR SHALL TAKE CARE IN PLACING THE RACEWAY
THE ENGINEER, SLEEVE EXTENSION OVER THE CABLE TO ENSURE THERE IS NO
4. THE HIGH MAST LIGHT TOWER SHALL BE REMOVED, DAMAGE TO THE CABLE.
TRANSPORTED TO THE APPROXIMATE LOCATION SHOWN ON 9. AFTER FOUNDATION IS IN PLACE THE CABLE SHALL BE PULLED
THE MAINTENANCE OF TRAFFIC PLAN SHEETS AND STORED BY BACK IN PLACE AS REQUIRED AND TESTED PER SPECIAL
THE CONTRACTOR. THE ENGINEER SHALL APPROVE THE HIGH PROVIONS.
MAST LIGHT TOWER LOCATIONS. THE SECURITY OF THE HIGH 10. HIGH MAST LIGHT TOWER SHALL BE INSTALLED ON NEW
MAST LIGHT TOWERS IS THE CONTRACTOR’S RESPONSIBILITY. FOUNDATION AND LUMINAIRES SHALL BE INSTALLED ON
IF ANY PART OF THE TOWER BECOMES DAMAGED BY TOWER. CONTRACTOR SHALL RE-INSTALL TOWER IN SAME
WHATEVER MEANS, THE CONTRACTOR IS RESPONSIBLE TO POSITION/ORIENTATION AS WHEN REMOVED. LUMINAIRES
REPLACE IN KIND AT NO ADDITIONAL COST AND TO THE SHALL BE RE-INSTALLED AT ORIENTATION AS WHEN REMOVED.
SATISFACTION OF THE ENGINEER. RESIDENT ENGINEER SHALL APPROVE PRIOR TO FINAL
5. EXISTING CABLE RUNS BETWEEN TOWERS POP3 AND POP4 AND PLACEMENT.
BETWEEN TOWERS POP4 AND POP5 SHALL BE TESTED BEFORE 11, TEMPORARY AERIAL CABLE SHALL BE DISCONNECTED AND THE
AND AFTER PULLING PER SPECIAL PROVISIONS. PERMANENT CONNECTIONS SHALL BE RE-ESTABLISHED.
6. CONTRACTOR SHALL TAKE CARE IN REMOVING EXISTING
FOUNDATION SO AS NOT TO DAMAGE CABLE AND TO LIMIT
DAMAGE TO RACEWAY.
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